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Label Quantity Catalog Number Description Wattage

A

B

3

Lithonia Lighting (14' MH)
DSXW1 LED 10C 1000 30K 
T3M MVOLT DDBXD R56C

DSXW1 LED WITH (1) 10 LED LIGHT 
ENGINES, TYPE T3M OPTIC, 3000K, 
@ 1000mA.

3606 0.88 38.8

C

3

Lithonia Lighting (14' MH)
DSXW1 LED 20C 1000 30K 
TFTM MVOLT DDBXD R56C

DSXW1 LED WITH (2) 10 LED LIGHT 
ENGINES, TYPE TFTM OPTIC, 3000K, 
@ 1000mA.

7182 0.88 73.2

D

8
DSX0 LED P3 30K TFTM 
MVOLT DDBXD R56C

DSX0 LED P3 30K TFTM MVOLT 7841 0.88 71

3
DSX0 LED P4 30K T3N
MVOLT DDBXD R56C

DSX0 LED P4 30K T3M MVOLT 9790 0.88 92

Lithonia Lighting (20' MH)

Lithonia Lighting (20' MH)

Lumens LLF

Wall Mounted @ 14'

Wall Mounted @ 14'

On 2000-50505S4-1A-Bronze-R56C

On 2000-50505S4-1A-Bronze-R56C

The Color Of All Fixtures And Poles Is Bronze

18" Dia.

3'
-0

"
6"

CONDUIT SIZE, MATERIAL, AND
CONFIGURATION AS PER

(4) 3/4" X 18" ANCHOR BOLTS-BOLT
PATTERN PER MANUFACTURER'S
SPECIFICATIONS

(8) #5 VERTICAL REINFORCING BARS
EQUALLY SPACED AT 45° APART

4,000 PSI CONCRETE BASE

SET CENTER OF POLE 2' FROM
FACE OF CURB WHEN POLE

ABUTS ROADS/CURBING
SET CENTER OF POLE 1' FROM

EDGE OF WALK WHEN POLE
ABUTS WALK

3" CLEAR TO EDGE OF FOOTING WITH

NATIONAL ELECTRIC CODE

CHAMFER EDGES

(3) #4 HORIZONTAL REINFORCING BAR
RINGS AT TOP, CENTER,  AND BOTTOM

FINISHED GRADE

Lithonia 'D-Series'
DSX LED

'H
'

'L'

Fixture Length (L) Width (W) Height (H)

DSX0 26" 13" 7"

DSX1 33" 13" 7-1/2"

Fixture Width (W) Depth (D) Height (H)

DSXW1 13-3/4" 10" 6-3/8"

DSXW2 18-1/2" 10" 7-5/8"
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